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3.1
PURPOSE
The purpose of this report is to present the test procedures
used and test results obtained during a collector evaluation
test program. The test program was conducted to obtain thermal
performance data on a Daystar Model 21B, S/N 02210, Unit 2, liquid
solar collector under simulated conditions. The tests were con-
ducted utilizing the Marshall Space Flight Center Solar Simulator
in accordance with the test requirements specified in Reference
2.1 and the procedures contained in Reference 2.2.
REFERENCE
ASHRAE 93-P	 Method of Testing Solar Collectors Based on
Thermal Performance
MTCP-DC-SHAC-414
	 Test Procedure for the Performance Evaluation
of the Daystar Solar Collector
MTCP-FA-SHAC-400
	 Procedure for Operation of the MSFC Solar
Simulator Facility
MANUFACTURER
Daystar Corporation
41 Second Avenue
Burlington, Massachusetts 01803
Description of Test Specimen
The test article is a flat plate solar collector using liquid as
the heat transfer medium. The absorber plate is copper and coated
with black paint. Between the tempered low iron glass and absorber
plate is a polycarbonate trap used to suppress convective heat loss.
The collector incorporates a convector heat dump panel to limit
temperature excursions during stagnation. The absorber plate has
the aborption coefficient of .985, the glass cover has the trans-
mission coefficient of .90 and the effective transmission coeffi-
cient of the heat trap is .935. Hence, the product of transmissi-
tivity and absorptivity will be829. The overall dimension of
the collector is 44 112" x 80 3/4" x 5 1/4". The gross surface area
is 24.95 square feet with an aperture area of 21 square feet. The
collector weighs approximately 145 pounds.
4.0	 SUMMARY
This program was conducted to evaluate the thermal performance
of a Daystar liquid collector under simulated conditions. The
following tests were conducted:
1) Collector Thermal Efficiency Test: The results of this
test are presented in Table II and Figure 6.
2) Collector Time Constant Test: The results of this test
are presented in Table III and Figure 7.
3) Collector Incident Angle Modifier Test: The results
of this test are presented in Table IV and Figures 8 and 9.
4) Collector Heat Loss Coefficient Test: The results of this
test are presented in Table V.
5) Collector Stagnation Test: The results of this test are
presented in Tables VI, VII and VIII.
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5.0	 TEST CONDITIONS AND TEST EQUIPMENT
5.1
	 Ambient Conditions
Unless otherwise specified herein, all tests were performed at
ambient conditions existing in Building 4619 at the time of the
tests.
5.2	 lnstrumentation and Equipment
All test equipment and instrumentation used in the performance
of this test program comply with the requirements of MSFC-MMI-
5300.4 C, Metrology and Calibration. Table I contains instrumenta-
tion identification and data acquisition connection data. Figures
1 and 2 depict instrumentation locations. A listino of the equip-
ment used in each test follows.
Collector Stagnation Test
Apparatus
	 Manufacturer/Model
	
Range/Accuracy*
Reference Junction 	 Pace/150
	
1501°F
Thermocouple Supplied b y Collector
Manufacturer, Type T 0-700°F t1°F
Pyranometer	 Eppley - PSP
Collector Time Constant Test
Apparatus	 Manufacturer/Model
Liquid Loop
	 MSFC Supplied
Reference Junction
	 Pace/150
0-800 BTII/Ft 2 •Hr ±3%
Range/Accuracy*
.1-1.2 GPM
150 ±1°F
Thermocouple
	
Supplied by Collector
Manufacturer, Type T
	
0-700°F 1°F
Flowmeter	 Foxboro/1/2-2 811`361
Resistance Thermometer TSI 7082-3
Thermopile
	
Medtherm
Pyranometer	 Eppley- PSP
Directional Anenometer	 MSFC Supplied
*These are instrument accuracies only.
system error.
.1-1.2 ± 1% GPM FS
0-500 x.05°F
0-20°F/±.05°F
0-800 BTU/Ft2 •Hr ±3%
0-30 MPH t .5% FS
Does not include data acquisition
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5.0	 TEST CONDITIONS AND TEST EQUIPMENT (Continued)
5.2	 Instrumentation and Equipment (Continued)
Collector Time Constant Test (Continued)
Apparatus Manufacturer/Model Range/Accuracy*
Strip Chart Recorder Mosley 680 N/A
Solar Simulator MSFC Supplied See SHC 3006
Collector Efficiency Test
Apparatus Manufacturer/Model Range/Accuracy*
Liquid Loop MSFC Supplied .1-1.2 GPM
Reference Junction Pace/150 150 tl°F
Thermocouple Supplied by Collector 0-700°F tl°F
Manufacturer, Type T
Flowmeter Foxboro/l/2-2 81T361 ,1-1.2 t l% GPM	 FS
Resistance Thermometer TSI 7082-3 0-500 t.05°F
Thermopile Medtherm 0-20°F/t.050F
Pyranometer Eppley - PSP 0-800 BTU/Ft 2• Hr t3%
Directional Anenometer MSFC Supplied 0-30 MPH t ,5% FS
Strip Chart Recorder Mosley 680 N/A
Floor Fan MSFC Supplied N/A
Solar Simulator MSFC Supplied See SHC 3006
Collector Incident Angle Modifier Test
Apparatus Manufacturer/Model Range/Accuracy*
Liquid Loop MSFC Supplied .1-1.2	 GPM
Reference Junction Pace/150 150 ±1°F
Thermocouple Supplied by Collector
Manufacturer, Type T 0-700°F tl°F
Flowmeter Foxboro/l/2-2 81T361 .1-1.2 t l% GPM
Resistance Thermometer TSI 7082-3 0-500 t.05°F
e=
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	5.0	 TEST CONDITIONS AND TEST EQUIPMENT (Continued)
	
5.2	 Instrumentation and Equipment (Continued)
Collector Incident Angle Modifier Test (Continued)
Apparatus
Thermopile
Pyranometer
Directional Anenometer
Strip Chart Recorder
Solar Simulator
Manufacturer/Model
Medtherm
Eppley - PSP
MSFC Supplied
Mosley 680
MSFC SupplieJ
Range/Accuracy*
0-2000.050F
0-800 BTU/Ft2 -Hr t3%
0-30 MPH
N/A
See SHC 3006
Collector Heat Loss Coefficient Test
Apparatus
Heater
Thermocouple
Reference Junction
Wattmeter
Manufacturer/Model
Supplied by Collector
Manufacturer
Supplied by Collector
Manufacturer, Type T
Pace/150
MSFC Supplied
Range/Accuracy*
N/A
0-700°F 1°F
150 i:l°F
2000 Watt l%
5.3	 Data Acquisition System
A Hewlett-Packard digital computer system was furnished and opera-
ted by MSFC for the data acquisition system. Unless otherwise
specified in the test request, the data accuracy was the best
obtainable with the available equipment.
5.4 Flux Levels and Wind Speed
Combined simulations of solar flux levels and wind speed conditions
were prescribed test conditions to be imposed during these tests.
Prior to initiation of testing, a new set of simulator lamps (GE
tungsten-halogen ELH lamps) were installed in the simulator array.
,1 .^S^ Consequently, total heating rate surve,s were made on the testFI,,
Results 	 smeasurements mare	 ainh Figureu3ofs these	 plotted	 to showthe8 g0^'''"_`
Cr j^ov1 typical flux contours.	 This plot indicates the degree of heat flux
OF uniformity achieved over the test plane.	 An additional plct was
prepared from the heat flux measurements to show the average inten-
sity level over the test area as a function of the lamp array power
controller dial setting.	 This plot is presented in Fi gure 4 and
j was used during testing to set the prescribed heat flux level.
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	5.0
	
TEST CONDITIONS AND TEST EQUIPMENT (Continued)
	
5.4
	
Flux Levels and Wind Speed (Continued)
It is noted that, during the incident angle modifier test, the
heat flux level was determined including effects of the insula-
tion angle and reflections from surroundings. Correction was
made for the insolation angle by the cosine law. Correction
factors due to reflections from surroundings were predetermined
to be 2%, 11% and 35% for east-west angles of 45, 60 and 750,
respectively.
Floor fans were utilized to simulate wind speeds to 7 1/2 MPH.
Wind velocity distribution measurements at the collector surface
are shown in Figure 5.
Ii
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6.0	 REQUIREMENTS AND PROCEDURES
6.1	 Collector Thermal Efficiency Test
Tested by
Started
Completed
6.1.1	 Test Requirements
The thermal performance evaluation data shall be obtained at inlet
temperatures of 0, 25, 50 and 100°F above ambient temperature,
at a liquid flow rate of 308.7 lb/hr of 50% by volume or 52.7% by
weight ethylene glycol water, at insolation rates of 150, 200, and
300 BTU/Ft .Hr and a wind speed of 7.5 mph. In addition, three
data points without wind were also obtained. The following data
were recorded during the test at each test condition.
1. Absorber surface temperature - 15 locations.
2. Heat rejection loop temperature - 8 locations.
3. Ambient temperature.
4. Collector inlet liquid temperature.
5. Collector outlet liquid temperature.
6. Collector differential temperature.
7. Liquid flow rate.
8. Insolation rate.
t	 6.1.2	 Test Procedure
[	 1.	 Mount test specimen on test table at a 45 0 angle with respect
to the floor.
2. Start liquid flow loop and establish a flow rate of 308.7 Lb/Hr.
3. Establish the wind speed of 7.5 mph.
4. Power up simulator in accordance with Reference 2.3 and esta-
blish the required flux level.
f	 5.	 Establish the required inlet temperature.
6. Record data for a minimum of five minutes at above stabilized
conditions.
7. Repeat steps 4, 5, and 6 to change the flux level and liquid
inlet temperature as necessary until data has been obtained
for each test condition specified.
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76.0	 REQUIREMENTS AND PROCEDURES (Continued)
6.1	 Collector Thermal Efficiency Test (Continued)
6.1.3	 Test Results
The results obtained during these tests are contained iri Figure
6 and Table II.
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6.0	 REQUIREMENTS AND PROCEDURES (Continued)
6 2
	
Collector Time Constant Test
Tested by
Started
Completed
6.2.1	 Test Reouirements
According to ASHRAE 93-P, the time constant test shall be con-
ducted by abruptly reducing the flux level to zero. The inlet
temperature shall be kept to within t2°F of ambient, or the best
achievable with the existing system, with a liquid flow rate of
308.7 Lb/Hr. The differential temperature across the collector
were recorded to determine the ttme required to reach. the con-
dition of
Te - Ti = .368
Te inq- Ti
where
Te	 = Outlet temperature
Teini	 = Initial outlet temperature
Ti	 = Inlet temperature
The following data were recorded during the test:
1. Absorber surface temperature 	 15 locations.
2. Heat rejection loop temperature - 8 locations.
3. Ambient temperature.
4. Collector inlet temperature. 	 ORIGINAL PAG1; IS
P00$ @UA(,rly
5. Collector outlet temperature.
6. Collector differential temperature - Thermopile.
7. Liquid flow rate.
8. Insolation rate.
6.2.2	 Test Procedure
1. Mount the collector on test table at 45° from the horizontal
and assure that solar simulator surface is parallel to the
collector surface.
2. Adjust the li quid flow rate to 308.7 Lb/Hr.
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6.0	 REQUIREMENTS AND PROCEDURES (Continued)
6.2	 Collector Time Constant Test (Continued)
6.2.2	 3.	 Adjust the liquid inlet temperature to within t2°F of
ambient.
4. Adjust the flux level to 250 BTU/Ft2•Nr.
5. Monitor the differential temperature on strip chart recorder.
6. Allow the system to stabilize at above conditions for at
least 5 minutes.
7. Turn off the solar simulator.
8. Monitor the differential temperature until the ratio of
Tei
Ti Ti = is less than .30.
ini
6.2.3	 Test Results
The result obtained during this test is contained in Figure 7
and Table III.
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i6.0	 REQUIREMENTS AND PROCEDURES (Continued)
6.3	 Collector Incident Angle Modifier Test
i
j	 Tested by
j	 Started
Completed
6.3.1	 Test Requirement
The collector incident angle modifier shall be conducted at
north-south radiation incident angles of 0, 15, 30 and 450.
At 0 and 45° angles, the east-west (tin gle changesarallel. to
heat trap folds and along constant length station radiation
incident angle were 0, 30, 45, 60 and 75°. At 15 and 30°
north-south incident angles the east-west angles were 0°. The
liquid flow rate will be 308.7 Lb/Hr with the inlet temperature
controlled to within t2 °F of ambient, or the best achievable
with the existing system, at the insolation rate of approximately
300 BTU/Ft2 •Hr at normal incidence and 0 mph wind speed. The
following data were recorded during the test at each test condition.
1. Absorber surface temperature - 15 locations.
2. Heat rejection loop temperature - 8 locations.
3. Ambient temperature.
4. Collector inlet liquid temperature.
5. Collector outlet liquid temperature.
6. Collector differential temperature.
7. Liquid flow rate.
8. Insolation rate.
6.3.2	 Test Procedure
1. Mount the collector on test table at 45° from the floor.
2. The solar simulator angle was adjusted to obtain the proper
north-south incident angles.
3. At 0 and 45" north-south incident angles the east-west was
adjusted to 0, 30, 45, 60 and 75 0 . At 15 and 30 0 north-south
incident angles, the east-west angles are 0°.
4. Establish the required liquid flow rate.
5. Establi-h the required liquid inlet temperature.
6. Power up the solar simulator to obtain an insolation rate
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6.0	 REQUIREMENTS AND PROCEDURES (Continued)
6.3	 Collector Incident Angle Modifier Test (Continued)
7. Record data for a minimum of five minutes at above stabilized
conditions.
8. Repeat above steps to complete all the required tests.
6.3.3	 Test Results
The results obtained during the test are depicted in Figure 8 and
9, and Table IV.
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6.0
	
REQUIREMENTS AND PROCEDURES (Continued)
6.4
	
Collector Heat Loss Coefficient Test
Tested by
Started
Completed
6.4.1	 Test Requirements
With the built-in electric heater on the absorber plate, the
collector heat loss coefficient can be determined. The collec-
tor was tilted at 45 0 from the floor with the wind speed of
7 112 mph. The power input to the absorber plate electrical
heater was adjusted so as to maintain the absorber plate at
average temperatures of 200 0 and 160°F. The following data were
recorded during the test.
1. Surface temperature - 15 locations.
2. Heat rejection loop temperature - 8 locations.
6.4.2
6.4.3
3. Ambient temperature.
4. Power input to absorber surface.
Test Procedure
1. Mount the collector on the test table at 45 0 from the floor.
2. Assure that the flow passages are dry.
3. Establish the required wind speed.
4. Adjust the heater power controller to obtain the required
average absorber plate temperature.
5. Record data for a minimum of five minutes at stabilized
conditions.
Test Result
The results obtained during these tests are presented in Table V.
^)ItIGINAL pAGP . !•
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6.0	 REQUIREMENTS AND PROCEDURES (Continued)
6.5	 Collector Stagnation Test
Tested by
Started
Completed
6.5.1	 Test Requirement
Utilizing the MSFC Solar Simulator, conduct the stagnation tests
at collector tilt angles of 30, 45 and 60° from the horizontal.
For each tilt angle, the collector panel was irradiated by the
insolation rates of 250, and 300 BTU/Ft 2 •Hr normal to the collector.
The following data were recorded during the test at each test con-
dition.
1. Collector tilt angle
2. Insolation rate.
3. Ambient temperature.
4. Absorber surface temperature - 15 locations.
5. Convector tube surface - 8 locations.
6.5.2	 Test Procedure
1. Mount test specimen on test table at required tilt angle.
2. Fill the collector flow passage with liquid.
3. Power up simulator in accordance with Reference 2.3 and
establish the required solar flux level.
4. Monitor data until the surface temperatures reach steady state.
5. Data was recorded continuously during the test.
6.5.3	 Test Results
The results obtained during these tests are contained in Tables VI,
VII and VIII. Due to the loss and degradation of lamps, the flux 	 i
levels dropped. Refer to Tables VII and VIII for the insolation
rate at 30 and 60° tilt angles.	 i
,
1
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Revision A
	7.0	 ANALYSIS
	
7.1	 Thermal Performance Test
The analysis of data contained in this report is in accordance
with the National Bureau of Standards recommended approach.
This approach is outlined below.
The efficiency of a collector is stated as:
jJ	 qu/A = m C tf (t f,e - t f,i)	 (1)
!!r^
	 I	 IA
where:
q u	 = rate of useful energy extracted from the Solar
Collector (BTU/Hr)
A	 = overall total collector area including convector =	 A:;
24.95 Ft2
I	 = Total solar energy incident upon the plane of the
solar collector per unit time per unit area (BTU/Hr•Ft2)
m	 = Mass flow rate of the transfer liquid through the
colle^tor per unit area of the collector = 14.7 Lbm/ 	 rAD
Hr•Ft
Ctf	 = Specific heat o;F the transfer liquid (BTU/Lb•°F)
tf,e	 = Temperature of the transfer liquid leaving the
collector (°F)
t f,i	 = Temperature of the transfer liquid entering the
collector (°F)
Rewriting Equation (1) in terms of the total collector area yield:
-(m^A) C tf-^(tf,e-tf,i) = M C tf ( t f,e- tf ,i)	 (2)
(IA)	 Pi
Notice that:
P i = IA = Total Power Incident on the Collector
mA = M = Total Mass Flow Rate through the Collector
Therefore M C tf ( t f,e- t f,i) = Total Power Collected by the Collector
in
	7.0	 ANALYSIS (Continued)
	
7.1	 Thermal Performance Test (Continued)
Substitution in Equation (2) results in:
_ Pabs	 (3)
_ Pinc
where:
Pabs = Total collected power
P inc = Total incident power
This value of efficiency is expressed as a percentage by multi-
plying by 100. This expression for percent efficiency is:
Collector Efficiency = Pabs x 100
	 (4)
Pinc
or from Equation (2), collector efficiency is defined by the
equation:
% Eff. = M Ctf ( tf,e- tf,i) x 100	 (5)
Pi
Each term in Equation (5) was measured and recorded independently
during the test. The calculated values of efficiency were deter-
mined at eighty-second intervals. The mean value of efficiency
was determined over a five-minute period during which the test
conditions remained in a quasi-steady state. Each five-minute
period constitutes one "data point' as is graphically depicted on
a plot of percent efficiency versus
tf,i+t f,e _ta	 tp-ta
(( tf , i - ta ) / 1)	 2	 and	 I
I
where:
t f,i = Liquid inlet temperature (°F)
t f,e = Liquid outlet temperature (°F)
to	 = Ambient temperature (°F)
tp	 = Average absorber plate temperature (°F)
I	 = Incident flux per unit area (BTU/Hr•Ft2)
t	 t	 It 
+ t f e - t^ / I and tpta
The abscissa terms ( f,i- a) /I	 I
were used to normalize the effect of operating at different values
of I, t f,i, t f,e, tp and ta. The results are found in Figure 6.
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	7.0	 ANALYSIS (Continued)
	
7.1	 Thermal Performance Test (Continued)
lri first and second order polynomial to best describe the test
results are
Efficiency = ao + alr
and Efficiency = a2 + a3T + a4T 2
where:	 ORIGINAL PAGE IS
\
	
	 ITY,OP POOR QUALM
T = ( t f,i- t a) /I or(t f,i+ t f,e - ta) /I or tP-ta
ll	 2	 I
and the coefficients are determined to be:
T	 L	 ^ tf , i - ta ) /I	 f ( t f,i +t f,e) /2- ta f	 tp-ta
I
.7654
-.7736
.7504
-.6793
-.1116
where:
tp = t 4A + t 6A + t7A + t8A i, t9A
5
The p?rformance of a flat-plate solar collector under steady state
conditions can be described as
q u = AiI (4 r) e - AiUL ( P- ta )	 (6)
where:
Ai is the absorber plate area = 21 Ft2
(42°Je is the product of transmissitivity and absorptivity
r	 at normal incident angle
Since the efficiency is defined as the ratio of the useful energy
extracted from the collector to the total incident energy.
Coefficient
	
I
a0	
.6852	 .7100
al	
-.6905
	
-.7167
a2	
.6777	 .6998
a3	
-.6155
	
-.6317
a4	
-.1051
	
-.1128
r7
16
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	7.0
	
ANALYSIS (Continued)
	
7.1
	
Thermal Performance Test (Continued)
Equation 6 becomes	
A	 L -ta
UL
It is convenient to introduce two parameters FR and F'
where:
	
FR = actual useful ever	 collected
useful energy co ecte f t e
entire collector surface were
at the inlet liquid temperature
q u = FR Ai I(Q% - UL Ai (ti-ta)
or
/f = u = 
A 
FR(-W e - Ai FRUL tiIta (8)
and
F' = actual useful energy collected
useful energy co ecte if t e
entire collector surface were
at the average liquid temperature
qu = F' I A i I (XT)e - Ai UL ( t f,i+ tf,e - ta)]
2
or
UL(	
_ to
qu	 Ai F' Pre - Ai F'UL\	 2	 (d)
AT	 A­ 	A-	 I
As shown in Figure 6, if the efficiency is plotted against
t f,I- ta	 t f i+ tf Le _ to , and tt to	 a linear regression can
I
be applied to determine the coefficients in equations 7, 8, and 9.
From equation 7
T- 
AC) e = .7654
Ai UL	= .7736
(a2') e = . 91
17
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	7.0	 ANALYSIS (Continued)
	
7.1	 Thermal Performance Test 	 (Continued)
UL = .92
From equation 8
TA 	e = .6852	 FR = .895
A' 
FRUL	 = .6905	 :• FR = .892
From equation 9
A P 
(2^8') e = .7100
	
:. F' = .927
Ai PUL	= .7167
	
;.F' = .925
18
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ANALYSIS (Continued)
Time Constant Test
Two methods are proposed by ASHRAE 93-P for conducting a time
constant test. However, due to facility limitations, only the
first method could be used. This method consisted of shutting
down the simulator and maintaining a constant flow rate and
inlet temperature while obtaining data.
According to the definition of time constant given in 93-P, it
is the time required for the ratio of the differential temperature
at time 2'to the initial differential temperature to reach .368.
It can be expressed as:
T f,e,7, - T f,i = .368
T f,e,ini - Tf,i
If the inlet liquid temperature can not be controlled to equal the
ambient air temperature, then the following equation must be used
mCpFR
 (t^ +t -+^ t^tf,e.—Z^^i.)- _ 368	 (2)
-FRUL t f'i" ta	 ^ t f.e,ini	 tf,i)Ai
where:
T f,e,'Z	 Exit liquid temperature at time 'r
T f,i	 Inlet liquid temperature
T f,e,ini	 Initial exit liquid temperature
m	 Liquid mass flow rate = 307.8 Lb/Hr
C Specific heat of liquid =	 .79 BTU/Lb-'F
A i Absorber area = 21	 Ft2
FRUL
	Negative of the slope determined from the
thermal efficiency curve
During the time constant test, the inlet liquid temperature can not
be controlled to within +2 0 F of ambient air temperature, hence
equation (2) was used for evaluation. From the performance curve,
it is found that FRU L = .62. Equation (2) becomes
.62 (93.1-82.6) + 11.58 ( tf,e Z -82.6) _ ,368
.62 (93.1-82.6) + 11.58	 16.75
7.0
7.2
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	7.0
	 ANALYSIS (Continued)
	
7.2	 Time Constant Test (Continued)
or
tf,e t - tf,i a .347
tf,e,ini - tf,i
From Figure 2 the time constant was determined to be 3 minutes and
22 seconds.
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7.3	 Incident Angle Modifier Test
Two methods are proposed by ASHRAE 93-P for incident angle modi-
fier tests. For the MSFC Solar Sinulator Facility, only method
1, (tilting the collector) is applicable. The collector was ad-
justed so that the north-south incident angles were 0, 15, 30,
and 45 0 . At 0 and 45° north-south angles the east-west angles
were adjusted to 30, 45, 60 and 75°.
According to 93-P, the performance of a flat-plate solar collector
at incident radiation angles other than normal is defined as
= AT	 FR ' %M%On-	 FROL tf
At
Rearrange equation (1), the incident angle modifier, 4, can be
expressed as
+ AiFRUL tf,I-te
Ai FRAZ)n
If the inlet liquid temperature is controlled
ambient temperature, equation (2) becomes
^u►Z =
A—i F
R
 (2'r) n
(2)
to within t2°F of
(3)
Table IV shows that the inlet liquid temperatures were not
within -2°F of ambient air temperatures. Hence, equation (2) was
used for evaluation.
+ .519 tfj-ta
^G	 I
The results of this computation are shown on Table IV and plotted
against east-west incident angles in Figure 8 and plotted against
1	 - 1 in Figure 9.
cos&i
For the 45 0 north-south incident angle with a 75 0 east-west incident
angle, the data plot was found to be anomalous and is not reported
herein.
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7.4	 Heat Loss Coefficient Test
The heat loss coefficient is determined at a given input heater
power when the absorber plate temperature reaches a steady state
condition. The heat balance equation describes this steady state
condition is
Pin = Ai UL (tp-ta)
where:
Pin = Input power	 BTU/Hr
A i	= Absorber surface area = 21 Ft2
UL	= Heat loss coefficient 	 BTU
W Hr-'F
tp = Average plate temperature	 OF
During the test the heater power was set to 600 watt and 400 watt.
The heat loss coefficients can be calculated as following:
UL	 =	 600 x 3.413	 =	 91	 BTU
x	 96.9 - 89.9	 t •H_
UL	=	 400 x 3.413
x	 6	 -8.8
.81
	 BTU
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TABLE I
DAYSTAR COLLECTOR INSTRUMENTATION
HP
No.
COMPUTER
LINE
INST.
ID FUNCTION
26 1078 1 Absorber surface temperature OF
2 1098 2 Absorber surface temperature OF
3 110A 3	 I Absorber surface temperature OF
4 110B 4 Absorber surface temperature OF
5 111A 5 Absorber surface temperature OF
6 111E 6 Convector tube surface temp. OF
7 112A 7 Convector tube surface temp. OF
8 112B 8 Convector tube surface temp. °1'
9 113A 9 Convector tube surface temp. OF
10 113B 10 Convector tube surface temp. OF
11 114A 11 Convector tube surface temp. OF
12 1148 1A Absorber surface temperature OF
13 115A 2A Absorber surface temperature OF
14 115E 3A Absorber surface temperature OF
15 116A 4A Absorber surface temperature OF
16 116B 5A Absorber surface temperature OF
17 117A 6A Absorber surface temperature OF
18 117B 7A Absorber surface temperature OF
21 119A 8A Absorber surface temperature OF
22 1.19B 9A Absorber surface temperature OF
ri
i
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TABLE I (Continued)
HP
No.
COMPUTER
LINE
INST.
ID FUNCTION
23 120A 10A Convector tube surface temp. 	 OF
24 120B 11A Convector tube surface temp. 	 OF
25 107A 12A Absorber surface temperature	 OF
27 108A Ambient temperature 	 OF
66 138 Q Insolation rate BTU/Ft2•Hr
67 133A F Flowrate	 Lb/Hr.
68 13', TR-2 Collector inlet temperature	 OF
69 J 13•; TR-3 Collector outlet temperature	 OF
Refer to Figure: I for surface temperature measurement locations.
ORIGINAL PAGE IS
OF POOR QUALITY
33
TABLE II
Daystar Collector Indoor Thermal 	 Efficiency Test Results - 7.5 moh wind
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